This tutorial presents a simple yet accurate transient stability analysis for Type-A wind turbines. The paper is presented in a tutorial way and therefore it includes some scripts in Matlab/muPad which demonstrate the main concepts.
I. INTRODUCTION
Early wind turbines used to be integrated to grid thought a synchronous machine. In that type of machine, rotational mechanical speed is proportional to the frequency of the stator flux. This frequency is imposed by the system and hence, the mechanical speed must be constant even if the wind velocity changes. However, the maximum efficiency of the turbine is achieved if the rotational speed is proportional to the wind velocity with a well defined proportional constant. A synchronous machine achieves maximum efficiency only at nominal value of the wind velocity, an operation point that is achieved very few times. As consequence, the synchronous machine is not the best alternative for integrating wind turbines.
A second generation of wind turbines was developed in the 70's which was based in the asynchronous machine, usually an squirrel carroll induction generator as shown in Fig 1. This type of configuration is usually called Type-A wind turbine [?] . Its main advantage is the independence between the rotational speed and the frequency of the grid. This allows a better exploitation of the available power of the wind. However, the use of asyncronous generators directly connected to the power grid entails some challenges related to the stability of the system. Induction machines consume reactive power even if operated as generator. This is because the machine requires to be magnetized before start generating power. Consequently, a capacitive compensation is required in terminals of the machine. Active compensation (i.g an STATCOM) is also a possibility though much more expensive. In addition, a system which limits the current during starting up is required.
Type-A wind turbines represents only 15% of the wind parks installed around the world. Its use is usually limited to medium and low power. Therefore, it is an important element in the micro-grid concept. 
II. SYSTEM MODELING A. Asynchronous generator
Type-A wind turbines are integrated to the system by using induction machines which have a completely different behavior than synchronous generators since their magnetization depend on the induction phenomena. This means, the field in the rotor is never synchronized with the field in the stator in order to obtain an electrical torque. The difference between the rotation speed of these two fields is named slip (s) which can be defined as follows:
where w s is the angular electrical synchronous frequency and w r is the rotor electrical angular frequency. Notice that under this definition s > 0 correspond to the generator operation since the rotor field leads the stator field. In per unit we can say that s = w r − 1 and constitutes the state variable for the model of the machine.
A simplified model of the asynchronous generator is a transformer with a rotating secondary winding as shown in Fig 2. More details of this formulation can be found in [1] .
Let us consider the machine is integrated to an infinite bus though a transmission line as shown in Fig 2. The losses in the line are neglected. The machine requires reactive power from the grid even if operated as generator. Usually a capacitive compensation is placed in terminals of the machine in order to minimize the voltage stability problems. This capacitance is represented as x c in the figure 2(a). A Thevening equivalent of the non-resistive components is developed in order to simplify the model as depicted in Fig 2(b) .
The equivalent Thevening impedance is given by
where x m includes the magnetizing impedance of the machine (x m ) and the compensation device x c
The equivalent voltage is By these considerations it is possible to determine the electrical power in the rotor as follows:
Using muPad The maximum torque can found as the point where ∂T e /∂s = 0, i.e:
At this point we are interested in the generator operation into the range D = {0, s max }.
B. Turbine
The power generated by a wind turbine is proportional to the cube of the wind velocity as follows:
where V w is the wind velocity, ρ is the air density, A the area swept by the blades, λ the tip ratio and C p is the coefficient of power. The power in per unit can be expressed as follows [?]:
with w r(pu) = s + 1 because, as aforementioned w s(pu) = 1.
The tip ratio (λ) is an important variable to take into account. It is defined as: where λ 0 is the optimal tip ratio (i.e C p = C p(opt) when λ = λ 0 ). Notice that P > 0 for
which fulfills in all the practical cases. In addition, the function is decreasing for s > 0.
Once the power is defined in terms of the slip, it is possible to define also the mechanical torque. 
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The resulting dynamic is depending on the slip considering dw r(pu) = ds:
where M is the inertia of the turbine and generator. There are two equilibrium points (i.e points in which T m = T e for a given wind velocity. However, there is only one equilibrium for s ∈ D which is the interval under study.
III. LYAPUNOV STABILITY
Let us consider a particular operative point s 0 ∈ D and define a function f : D → R as:
Then, the dynamic system can be represented given below with the stationary point corresponding to x = 0.
We can see the form of this function for different values of the wind velocity: § 
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The resulting plot is depicted in Fig 5. Notice that the function is odd, at least in an interval D = {−s max , s max } which contains the 0. Due to this characteristic, an integral Lyapunov function L : D → R can be defined: Now, due to the definition as an integral function, the derivative of the function is semi-definite negative for all real values
Therefore we can conclude the system is stable. In fact, there are only one point in which L(0) = 0 and hence we can conclude the system is also asymptotically stable for all values of wind velocity.
IV. REGION OF ATTRACTION AND SENSITIVITY ANALYSIS
The attraction region can be easily determined by considering the Lyapunov function previously defined. Green region shown in Fig 7 shows the attraction region as function of the wind velocity. A quiver with the direction of f (x) helps to understand the phenomena. 
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For low values of wind velocity the attractor is big enough to guarantee stability for almost any initial condition. However, as the wind velocity increases, the attraction region is reduced since there is other stationary point (i.e a point in which T m = T e ). This point appears in s > s max and is unstable since any trajectory moves away from it (see figure) . From the operation standpoint the main problem is that stable and unstable point are very close for high values of wind velocity. This can trigger instability for sudden variations of the wind velocity or the grid parameters. The operation of Type-A wind turbines is therefore limited to values s < s max . Type-A wind turbines are usually named as Fixed speed despite not being really fixed. This is because the narrow operational interval.
On the other hand, the compensation level modifies the stability region. To study this phenomena we can plot the electrical torque for different compensation levels as given bellow: § 
Resulting plot is depicted in Fig ?? . The maximum torque increases as the compensation level increases. As consequence of that, the region of attraction is also increased. However, in order to obtain a significant improvement it is necessary a very high compensation level. This entails negative consequences in terms of voltage stability and costs.
A higher improvement on the stability is obtained by using a variable resistance in the rotor. This variation modifies significantly the region of attraction. Let us implement this variation in muPad for multiples of the resistance r r § ¦ ¥ Figure 9 depicts the result of these calculations. The region of attraction is increased even at high values of wind velocity. However, there this imply an increasing in the losses of the machine since the rotor resistance is duplicated.
This type of modification can be achieved by using slippery rings in order to access the rotor windings and connect a variable resistance. This technology, usually called Type B wind turbine, is less utilized despite its improvement in terms of stability. The additional losses and costs are two of the main drawbacks.
V. REVIEW OF CONCEPTS
In this tutorial we studied the stability of a Type-A wind turbine which is a classic but current technology. Stability was demonstrated using the Lyapunov method and considering the turbine, the induction machine and the grid. An integral Lyapunov function was used taking into consideration the characteristic of the non-lineal equation which represents the dynamics of the system. The impact on the stability of external capacitive compensation as well as the resistance of the rotor was considered. Thus, Type-B wind generators were also studied. The effect of the rotor resistance is stronger than the compensation.
VI. FURTHER LECTURES
There are a bast literature related to stability analysis of wind turbines. In [2] a simple but efficient methodology for analysis of stability in double fed induction generator was presented. It considers a constant mechanical torque while in reality it depends on the velocity. [3] [4] [5] In [6] the Lyapunov direct method is used to study the stability of a single wind turbine. The system performance equations are linearized and expressed as simultaneous differential equations in state space. This approach is less general than the one presented in this chapter. However, it is very interesting in terms of concepts related to Lyapunov stability. [7] 
